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ASCE 7 Hazards Report
Address:
No Address at This 
Location

Standard: ASCE/SEI 7-10

Risk Category: II

Soil Class: D - Stiff Soil

Elevation: 668.39 ft (NAVD 88)

Latitude:
Longitude:

39.346671

-85.969237

Wind

Results: 

Wind Speed 115 Vmph

10-year MRI 76 Vmph

25-year MRI 84 Vmph

50-year MRI 90 Vmph

100-year MRI 96 Vmph

Fig. 26.5-1A and Figs. CC-1–CC-4, and Section 26.5.2, 
incorporating errata of March 12, 2014

Value provided is 3-second gust wind speeds at 33 ft above ground for Exposure C Category, based on linear 
interpolation between contours. Wind speeds are interpolated in accordance with the 7-10 Standard. Wind speeds 
correspond to approximately a 7% probability of exceedance in 50 years (annual exceedance probability = 
0.00143, MRI = 700 years).

Site is not in a hurricane-prone region as defined in ASCE/SEI 7-10 Section 26.2.

Page 1 of 5https://asce7hazardtool.online/ Thu Dec 02 2021

Data Sourced Accessed:
                          ASCE/SEI 7-10, Thu Dec 02,2021,

Page 6 of 20

https://asce7hazardtool.online/


SS : 0.17

S1 : 0.091

Fa : 1.6

Fv : 2.4

SMS : 0.272

SM1 : 0.219

SDS : 0.181

SD1 : 0.146

TL : 12

PGA : 0.078

PGA M : 0.125

FPGA : 1.6

Ie : 1

Design Response Spectrum

S  (g) vs T(s)a

MCE   Response SpectrumR

S  (g) vs T(s)a

Seismic

Site Soil Class: 

Results: 

Seismic Design Category

D - Stiff Soil

C

Data Accessed: Thu Dec 02 2021

Date Source: 
USGS Seismic Design Maps based on ASCE/SEI 7-10, incorporating Supplement 1 and errata of March 31, 
2013, and ASCE/SEI 7-10 Table 1.5-2. Additional data for site-specific ground motion procedures in 
accordance with ASCE/SEI 7-10 Ch. 21 are available from USGS.

Page 2 of 5https://asce7hazardtool.online/ Thu Dec 02 2021
Page 7 of 20
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Snow

Results: 

Ground Snow Load, p  : 20 lb/ftg

2

Elevation: 668.4  ft

Data Source: ASCE/SEI 7-10, Fig. 7-1.

Date Accessed: Thu Dec 02 2021

Values provided are ground snow loads. In areas designated "case study 
required," extreme local variations in ground snow loads preclude mapping at 
this scale. Site-specific case studies are required to establish ground snow 
loads at elevations not covered.

Page 3 of 5https://asce7hazardtool.online/ Thu Dec 02 2021
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CODE  SUMMARY

Code: International Building Code 2012

Live Loads:

Roof 0 to 200 sf: 20 psf
200 to 600 sf:   24 - 0.02Area, but not less than 12 psf

over 600 sf: 12 psf

Typical Floor 125 psf
Partitions N/A

Dead Loads:

Floor psf
Roof 10.0 psf

Wind Design Data:

Ultimate Design Wind Speed 115 mph
Nominal Design Wind Speed 89.08 mph
Risk Category II
Mean Roof Ht  (h) 10.0 ft
Exposure Category C
Enclosure Classif. Enclosed Building
Internal pressure Coef. +/-0.18
Directionality  (Kd) 0.85

Roof Snow Loads:

Design Uniform Roof Snow load = 20.0 psf
Flat Roof Snow Load Pf  = 16.8 psf
Balanced Snow Load Ps  = 16.8 psf
Ground Snow Load Pg  = 20.0 psf
Importance Factor I   = 1.00
Snow Exposure Factor Ce  = 1.00
Thermal Factor Ct  = 1.20
Sloped-roof Factor  Cs  = 1.00
Drift Surcharge load Pd  = 0.0 psf
Width of Snow Drift w  = 0.0 ft

Earthquake Design Data:

Risk Category = II

Importance Factor I  = 1.00

Mapped spectral response accelerations Ss  = 17.00

 S1  = 9.10

Site Class = D

Spectral Response Coef. Sds  = 0.181

Sd1  = 0.146

Seismic Design Category = C

Basic Structural System = Bearing Wall Systems

Seismic Resisting System = Light frame (cold-formed steel) walls with wood panels or steel sheets

Design Base Shear V  = 0.028W

Seismic Response Coef. Cs  = 0.028

Response Modification Factor R  = 6.5

Analysis Procedure = Equivalent Lateral-Force Analysis

10.0 

Page 9 of 20
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CODE  SUMMARY- continued

Component and cladding ultimate wind pressures

Roof Surface Pressure (psf)

  Area 10 sf 50 sf 100 sf 500 sf

Negative Zone 1 -28.8 -27.1 -26.4 -26.4

Negative Zone 2 -48.4 -36.4 -31.3 -31.3

Negative Zone 3 -72.8 -43.7 -31.3 -31.3

Positive All Zones 16.0 16.0 16.0 16.0

Overhang Zone 1&2 -41.5 -39.8 -39.1 -26.9

Overhang Zone 3 -68.4 -34.2 -19.5 -19.5

Overhang soffit pressure equals adj wall pressure (which includes internal pressure of 4.4 psf)

Parapet Solid Parapet Pressure (psf)

Area 10 sf 20 sf 50 sf 100 sf 200 sf 500 sf

CASE A:          Zone 2 : 0.0 0.0 0.0 0.0 0.0 0.0

Zone 3 : 0.0 0.0 0.0 0.0 0.0 0.0

CASE B:  Edge zones 2 : 0.0 0.0 0.0 0.0 0.0 0.0

Corner zones 3 : 0.0 0.0 0.0 0.0 0.0 0.0

Wall Surface Pressure (psf)

Area 10 sf 100 sf 200 sf 500 sf

Negative Zone 4 -28.6 -24.7 -23.5 -22.0

Negative Zone 5 -35.2 -27.4 -25.1 -22.0

Positive Zone 4 & 5 26.4 22.5 21.3 19.8

Page 10 of 20
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Wind Loads - MWFRS  h≤60' (Low-rise Buildings) except for open buildings

Kz = Kh (case 1) = 0.85 Edge Strip    (a) = 3.0 ft
Base pressure (qh) = 24.4 psf End Zone   (2a) = 6.0 ft

GCpi = +/-0.18 Zone 2 length    = 5.0 ft

Wind Pressure Coefficients

              CASE A CASE B

Surface GCpf w/-GCpi w/+GCpi GCpf w/-GCpi w/+GCpi

1 0.40 0.58 0.22 -0.45 -0.27 -0.63
2 -0.69 -0.51 -0.87 -0.69 -0.51 -0.87
3 -0.37 -0.19 -0.55 -0.37 -0.19 -0.55
4 -0.29 -0.11 -0.47 -0.45 -0.27 -0.63
5 0.40 0.58 0.22
6 -0.29 -0.11 -0.47

1E 0.61 0.79 0.43 -0.48 -0.30 -0.66
2E -1.07 -0.89 -1.25 -1.07 -0.89 -1.25
3E -0.53 -0.35 -0.71 -0.53 -0.35 -0.71
4E -0.43 -0.25 -0.61 -0.48 -0.30 -0.66
5E 0.61 0.79 0.43
6E -0.43 -0.25 -0.61

Ultimate Wind Surface Pressures (psf)

1 14.2 5.4 -6.6 -15.4
2 -12.5 -21.3 -12.5 -21.3
3 -4.6 -13.4 -4.6 -13.4
4 -2.7 -11.5 -6.6 -15.4
5 14.2 5.4
6 -2.7 -11.5

1E 19.3 10.5 -7.3 -16.1
2E -21.7 -30.5 -21.7 -30.5
3E -8.6 -17.3 -8.6 -17.3
4E -6.1 -14.9 -7.3 -16.1
5E 19.3 10.5
6E -6.1 -14.9

Parapet
Windward parapet = 0.0 psf    (GCpn = +1.5) Windward roof 

Leeward parapet = 0.0 psf    (GCpn = -1.0) overhangs = 17.1 psf  (upward) add to 

windward roof pressure

Horizontal MWFRS Simple Diaphragm Pressures (psf)
Transverse direction (normal to L)
Interior Zone:  Wall 16.9 psf

Roof -7.8 psf  **
End Zone:  Wall 25.4 psf

Roof -13.2 psf  **

Longitudinal direction (parallel to L)
Interior Zone:  Wall 16.9 psf

End Zone:  Wall 25.4 psf
** NOTE: Total horiz force shall not be less than that determined  
by neglecting roof forces (except for MWFRS moment frames).

The code requires the MWFRS be designed for a min ultimate
force of 16 psf multiplied by the wall area plus an 8 psf force
applied to the vertical projection of the roof.

θ = 1.2 deg

Page 11 of 20
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NOTE: Torsional loads are 25% of zones 1 - 6. See code for loading diagram.

Exception: One story buildings h<30' and 1 to 2 storybuildings framed with light-frame 

construction or with flexible diaphragms need not be designed for the torsional load case.

NOTE: Torsional loads are 25% of zones 1 - 4. See code for loading diagram.

Exception: One story buildings h<30' and 1 to 2 storybuildings framed with light-frame 

construction or with flexible diaphragms need not be designed for the torsional load case.

ASCE 7-98 & ASCE 7-10 (& later) - MWFRS wind pressure zones

ASCE 7-02 and ASCE 7-05 - MWFRS wind pressure zones

Page 12 of 20
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30'x10' MASS PORTABLE BUILDING COMPONENT SELECTION 

1/2":12" SLOPE

HEADERS

ROLLUP PIER

ROLLUP DOORS

FINISH:________

LATCH

TYPE:________

STANDING SEAM

ROOF PANEL

100"

105"

Front

(High Side)

LOW EAVE

HIGH EAVE

JANUS

CORRUGATED PANEL

TWO UNIT CONFIGURATION

(3)- 10x10 - SIDE ENTRY

30'

10' 10x1010x10 10x10

ROOF SNOW LOAD

ROOF LIVE LOAD

BUILDING LOADS PER IBC 2012

20PSF

30PSF

DESIGN WIND SPEED* 115mph
FLOOR LOAD (Equally distributed) 125PSF

Page 15 of 20
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PE36 SOIL 
ANCHOR (TYP)

NOTE: MASS UNIT LOCATION ON SITE WITH EXISTING ASPHALT PARKING
LOT IN GOOD CONDITION = PE36 ANCHOR IN SOIL CLASS 1



BUILDING ANCHOR DETAIL
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1

6

ON 1:6 BATTER

(NOTE: PROVIDE 8-ANCHORS FOR 30'x10' BLDG LAYOUT)

36
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American Earth Anchors 
info@americanea.com 

866-520-8511 Contact us for CUSTOM WORK 

Size, length, shape, material,  

prototypes, cable assemblies +1 508-520-8511 
americanearthanchors.com 

American Earth Anchors 
The best screw you will have in the dirt  

TM 

americanearthanchors.com QUICK REFERENCE 

   

 

 

 

 

 

 

 

 

 

  

 

 

  

  

 

 

 

 

 

 

 

 

 

35"  
(0.9 m) 

8 lb   

(3.6 kg) 

 

PE36 Specifications 

36" Penetrator TM 

Penetrators 

 1⅞" 
(47 mm) 

Flange 
diameter 

4"  (10 cm) 

Neck 
diameter 

1¾" (45 mm) 

Flight 
diameter 

3"  (77 mm) 

Threaded hole 

for ¾"-10 bolt 

Clear hole  

⅜" (9.5 mm) 

 
For bolt or  
grounding wire 

Socket size 
2"  (51 mm) 

 
2¼" (58 mm)  I.D.  

pipe fits over 
 

 1⅛"  
(29 mm) 

Hole in 
sleeve 

⅜"  
(9.5 mm) 

diameter 

● Aircraft-quality cast aluminum 356 alloy 

● Heat-treated to T6 specification 

● Install with 2" or 51 mm socket   

 ● Removable/reusable  

 

PE36 

6-point socket (instead of 
12-point socket) will 
minimize wear and rounding 
of hex head for repeated 
installation/removal 

Hardpan 
Asphalt 

Sandy gravel 
Very dense sand 

Silty/clayey sand 
 Silty gravel 

Loose fine un- 
compacted sand 

 Soil Class 1  Soil Class 2  Soil Class 3  Soil Class 4 

6,000 lb 2,100 lb 1,000 lb 8,400 lb 350 lb 
37.4 kN 26.7 kN 9.34 kN 4.45 kN 1.56 kN 

Loose/med dense sands 
Loose sands 
Firm clays 

LOAD CAPACITY 
Pullout strength with flight fully embedded  

 Soil Class 4 

Soil classification per ASTM D-2487/2488  

Page 17 of 20
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American Earth Anchors 
info@americanea.com 

866-520-8511 Contact us for CUSTOM WORK 

Size, length, shape, material,  

prototypes, cable assemblies +1 508-520-8511 
americanearthanchors.com 

s 

ide showhttp://americanea.com/PE46_hydraulic_installer.html   

 

 

 

 

 

 

 

 

 

 

 

 

SLEEVES 

Attachment accessories 

Asphalt 

Soil 

Diameter:  2"  (5 cm)  

Through asphalt 

Drill PILOT HOLE  

through asphalt 

 

PE36 

 

Installation 

 

Power take-off 

Impact wrench 

Installation methods 

Watch the video:  Click here 
or visit aeavideo.com 

BRACKETS 

 

Watch the video: 
 Click here  
or visit  
aeavideo.com 

(Images show PE46, but method is the same) 

QUICK REFERENCE 

 

TIE-OFF CABLE 

Can be doubled over to 
make large loop around 
structural member 

PE-TC46 

We can make custom brackets – 
send us your requirements 

4x4 lumber 

 

 

 

 3½" x 3½" 
(9 cm x 9 cm) 

 

 

 

For PIPE legs 

 

 

 For SQUARE legs 

Your 2¼" I.D. (58 mm)  
pipe fits over and rests  
on flange 
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https://www.youtube.com/playlist?list=PL5OggtQMyakaeGYkLJ0NIuifchiXdAowB
https://www.youtube.com/watch?v=IyE0QisaeCI&list=PL5OggtQMyakaeGYkLJ0NIuifchiXdAowB&index=4
https://www.youtube.com/watch?v=dG-5bi-3tdM&index=1&list=PL5OggtQMyakaeGYkLJ0NIuifchiXdAowB
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